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FIRE LINE GRADING AND DRAINAGE
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Ad t Ways Funding Legend
2 | CONSTRUCT 8" BY 4" TAPPING SLEEVE, VALVE BOX AND COVER PER SAWCUT EXISTING PAVEMENT TO NEAT EDGE AND REMOVE Jacen ayS un Ing egen

D CONNECT TO EXISTING 6" SEWER.
MAG STD. DET. 340. NEW FIRELINE TO BE DUCTILE IRON PIPE IMPROVEMENTS WITHIN THE AREA OF NEW CONSTRUCTION. <3>
AND C600 WITHIN THE PUBLIC RIGHT OF WAY/EASEMENT. PAVEMENT ) )
REPLACEMENT AND TRENCH BACKFILL TO BE PER CITY GLENDALE (3D CONSTRUCT NEW SINGLE CURB PER MAG STD. DET. 222, TYPE "A" sprmkler line
STD.DET. G=318 AND G-390. (5) MATCH EXISTING IMPROVEMENTS
3 | INSTALL C900 PVC CLASS 200 FIRE LINE, SIZE AS SHOWN. (6) REMOVE EXISTING PAVING AND CURBING IN THIS AREA FOR
LANDSCAPING . . DATE DESCRIPTION
5 | INSTALL FIRE SPRINKLER RISER DETAIL WITH WALLMQUNT FD ReV|S|on of F|re Lane
CONNECTION PER CITY OF GLENDALE STD. DET. G—378. @ 'T'BSRT@LBNF&EXE'%LTE DELINEATORS AT 5 FEET ON CENTER FOR RIGHT RBA RLS RBA
' DESIGN | DRAWN | CHKD
7 | SAWCUT REMOVE AND REPLACE EXISTING CONCRETE MATCHING EXISTING STORM DRAIN SYSTEM TO BE CLEANED OUT OF ALL DEBRIS. SCALE M 1'=20
EXISTING. (13) INSTALL NEW BOLLARDS AT 4 FOOT ON CENTER PER MAG. STD. DET. V:  NA
., ) 140. JOB No. 050600-01-01
8 | CONSTRUCT 8” BY 4” TAPPING SLEEVE, VALVE, BOX AND COVER PER —_—
MAG STD. DET. 340. all at least two full working days DATE : JAN31,2019
THE PROMPT PAY LAW WILL BE ALTERED FOR THIS CONTRACT before you begin excgyation.
20 10 0 20 40 NOTICE OF EXTENDED PAYMENT PROVISION THE CONSTRUCTION . ZDNAB“
e —— CONTRACT WILL ALLOW THE OWNER TO MAKE PAYMENT WITHIN izona Biue Stake, Inc Uy, 48 C1
GRAPHIC SCALE THIRTY (30) DAYS AFTER CERTIFICATION AND APPROVAL OF BILLINGS Dial 811 or 1.800-STAKET (782-5348) '
1" = 20 In Maricopa County: (602) 263-1100 SHEET 3 OF 3
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